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CIRCUIT DETAILS
CABLE NUMBER CONDUITNUMBER  [APPLICATION| FROM T0 CONDUIT | CONDUIT INSULATION NOTES
EQUPTAGH VIA (CABLE TRAY ID) T outs| AC | bc IZE TYPE [ Size ot PE
| CAKI-HE-111-100 CK1-HE-111-100 SWBD-111X1.N1.UC2.0A3 ATS-111-X3.N2 480
-HE-111-101 C-KI-HE-111-101 NLUCS-0A3 ATS-111-X3.N2 280
[ CA1-HE-111-102 C-KI-HE-111-102 ATS-111-X3.N2 SWBD-111-X3.N2 480
c/ C-KL-P-111-100 SWBD-111-X3.N2 PNLEMG-111-X3.N2.11.1 480 EMT 3#BHI0G
CAK1-P-111-102 CKI-P-111-102 SWBD-111-X3.N2 NL-T11-X3.N2.1 280 EMT 4H3/0+#66
CAK1-P-111-103 CK1-P-111-103 SWBD-111-X3.N2 TLC-111X3.N2.3.1 280 RMC 3#4+HBG
CAK1-P-111-104 CKL-P-111-104 SWBD-111-X3.N2 TLC-081-X3.N2.4.1 480 RMC 344+H8G
CAK1-P-111-105 ~K1-P-111-105 SWBD-111-X3.N2 TLC-081-X3.N2.5.1 480 RMC 34844106
CAK1-P-111-106 ~K1-P-111-106 SWBD-111-X3.N2 DS-141-X3.N2. 280 RMC 3#4+8G
CAK1-P-111-107 -111-107 SWBD-111-X3.N2 PNL-141-X3.N2.7 280 RMC 4H6+#10G Refer to Cable Tray Schedule for Detalls
CAK1-P-111-108 ~K1-P-111-108 SWBD-111-X3.N2 PNL-141X3.N2.8 280 RMC 4#3+H8G
CA-K1P-111-109 K1-P-111-109 SWBD-111-X3.N2 LCC-020-X3.N2.9 480
CA-K1-P-111- -K1-P-111- SWBD-111-X3.N2 FIRE PUMP POWER 480 Refer to Cable Tray Schedule for Details
CAK1-P-111- K1-P-111 PNL-111X3.N2.1 (FMR-111-X3.N2.1.3 280 EMT 342+48G
CAK1-P-111- -K1-P-111- NL-111X3.N2.1 (FMR-111-X3.N2. 280 EMT 3#2/0+#66
CAK1-P-111- -K1-P-111- (FMR-111-X3.N2.1 NL-111-X3.N2.1. 208 EMT z-m;m
CA-K1-P-111- -111- NL-111-X3.N2.1 (FMR-111-X3.N2. 480 EMT 3#10+#106
CAK1-P-111- P11 FMR-111-X3.N2.2 L-111-X3.N2.1 208 EMT 4H6+H10G
CAK1-P-111-11 -111-11; MR-111-X3.N2.1.3 111 X3.N2.1. 240 EMT 3#3/0+#66
CA-K1-P-141-100 -P-141-100 SWBD-X3.N2 C-141-X3.N2.6. 480 EMT 3#4+48G
CA-K1-P-141-101 ~K1-P-141-101 NL-141-X3.N2.7 C-141-X3.N2.7. 280 EMT 3484106
CAK1-P-130-100 ~K1-P-130-100 NL-141-X3.N2.8 -X3.N2.8. 280 EMT 344486
CAK1-P-141-101 ~K1-P-141-101 NL-141-X3.N2.7 X3.N2.7. 280 374" EMT 4#3+H8G
CAK1-P-141-102 ~K1-P-141-102 NL-141X3.N2.8 0-X3.N2.1 280
CA-K1-P-141-110 C-K1-P-141-110 DIESEL GENERATOR N1 280 RMC 6-(4#500KCMILH2G)
CAKI-M-111-100 K1-M-111-100 NL-T11-X3.N2.1 1A,016,02,03 208 3 RMC 3#12+#126
KL-M-111-101 KL-M-111-101 NL-111-X3.N2.1 ,06,09,10,11 208 B RMC 3#12+#126
K1-M-111-102 KLM-111-102 NL-TI1X3.NZ.1 04,07,08,15 208 " RMC 361244126
-K1-M-111-103 M-111-103 NLT11X3.N2.1 2,13,14,16 208 B RMC 3#10+#10G
CAKLM-111-104 K1-M-111-104 PNL-I11-X3.N2.11-3 EF-111-04,06,07 120 v RMC 21241126
CAK1-M-111-105 ~K1-M-111-105 NL-111-X3.N2. 111 EF-111-05,08,09 120 " RMC 2#12+#126
CAK1-M-111-106 ~K1-M-111-106 PNL-I11-X3.N2.1 EUH-111-01 480 EMT 4#12+#126
CAK1-M-111-107 KLM-111-107 PNLII11X3.N2 EF-111.01A,018 280 RMC 4H12+#12G 2
CAK1-M-111-108 KLM-111-108 PNL-111-X3.N2 EF-111-02A,028 480 RMC H#12+#12G , Engineering and 370 7th Avenue
K1-M-111-109 KL -109 “T11-X3.N2. EF-111-03A,038 120 RMC 2#12+#126 ) Land Surveying, P.C. ‘SUITE 1604
CAKLM-111-110 - KLM-111-110 PNLII1-X3.NZ CU-111.01A 208 RMC 3#10+#106 ¥ Now York, NY 10001
CAKI-M-111- K1-M-111- PNL-111-X3.NZ CU-111-018 208 RMC 3#10+#106
KI-M-111- KL-M-111- PNL-T11X3.NZ.1 CU-11102 208 RMC 4H6+HBG
\K1-M-111-113 M-111-113 PNL-I11X3.N2.1 CU-11103 208 " RMC 4H6+#8G
AK1-M-111] K1-M-111 PNL-111X3.N2. CU-111-04 208 RMC 3H6+8G SIOTINISTY o ohemATane
\-K1-M-111-118 KL 118 PNL-T11-X3.N2.1- EHU-111-02 480 EMT 4#12+#12G SU LL ‘ \/ AN e,
AK1-M-111] - K1-M-111- PNL-I11X3.NZ EHU-111-03 280 EMT 4#12+#12G
K1-M-111- - K1-M-111- N2.UC; SAF-081-01 280 RMC 3#10+#12G
AK1-M-111 K1-M-111- N2.UC2. SAF-081-02 280 " RMC 3#10+#12G
SRETES ERTSTIS NLUC SaF-081.03 450 Rvc S#10:#126 SR .\t Lo SOV
K1M-111-12 K1-M-111 N2.UC2. SAF-08104 480 RMC 3#10+#126 O eTGE O e T 0 G T3 MY R G O A VT
KL-M-111-121 KLM-111-12 SAF-081-05 280 " RMC 3#10+#12G R O Ma IS YCAUATO AT AT e T AR T 1 RN
K1-M-111-122 KLM-111-12 SAF-081-06 280 " RMC 3#10+#126
CAK1-M-111-123 -M-111-17 SAF-081-07 280 " RMC 3#10+#126
CAK1-M-111-124 K1-M-111-124 SAF-081-08 280 " RMC 3#10+#12G
CAKLM-141-100 K1-M-141-100 G- AC-141-01A02A 208 3 EMT 3#12+#12G
c 101 KLM-141-101 = AC141-018,028 208 " EMT 3#12+#12G
C 102 102 C CU-141.01 208 ¥ RMC 3#10+#10G
103 CU-141-02 208 B RMC 3#10+#10G
K1-M-141-104 T CU-141-03A 208 7 RMC 3#10+#10G —
105 = CU-141-038 208 " RMC 3#10+#10G ITERm SuBMSSION s Do owrazs
~K1-M-141-106 3 CU-141-04A 208 i RMC 3#10+#106 DESCRPTION [orws [oukey | oare
107 C: CU-141-04B 208 " RMC 3#10+#106
108 = AC-141-03A,038 208 i EMT 3#12+#12G
KL-M-141-109 C AC141-04A,048 208 " EMT 381244126
K1-M-141-110 1C-141-X3.N2.6. HVAC PANEL 120 " EMT 241241126 ) .
-K1-M-081-100 TLC-081-X3.N2.5. VESDA PANEL 120 " RMC 2#12+#126 @®Hitachi Energy
~K1-M-081-101 TLC-11T-X3N2. VESDA PANEL 120 " RMC 2#12+#126
~K1-M-081-102 TLC-111-X3.N2. VESDA PANEL 120 B RMC 2612+#12G 901
-M-081-103 TLC-081-X3.N2.4.1-20 VESDA PANEL 120 i RMC 241248126 Raloigh, North Carofina 27606
C-K1-F-141-100 TLC-141X3.N2.7.1- 18 RSFACU 120 " EMT 241241126
CK1-PL-111-100 PNL-111-X3.N2.1.3-9,11 TWH-03 240 ¥ EMT 3#3HIBG
C-KI-PL-111-101 PNL-111-X3.N2.1.3-5,7 TWH-01 240 pr EMT 3434486
CKI-PL-111-102 PNL-111-X3.N2.1.1-43,45,47 TWH-02 240 u EMT 3424486
CK1-PL-130-100 PNL-130-X3.N2.8-7,9,11 EUH-130-01 480 3 RMC 4#12+#12G PROJECT L
C-KI-PL-130-101 PNL-130-X3.N2.8-13,15,17 EUH-130-02 280 " RMC 4#12+#12G
CKI-PL-130-102 PNL-130-X3.N2.8-8,10,12 EUH-130-03 480 B RMC 2412+#126
C-K1-PL-130-103 PNL-130-X3.N2.8-12,16,18 EUR-130-04 480 " RMC 4#12+#126
C-K1-PL-130-104 TLC-130-X3.N2.8.1-: SAF-130-01 20 r EMT 2#12+#12G S ) "
CKI-PL-130-105 TLC-130-X3.N2.8.1- HVAC PANEL 20 y EMT 21124126 ;2;':,";'::::”“
-K1-F- iﬂ PNL-ENG-111-X3.N2.11.1-7 \'7‘EU§FRA:IL.:J ig i RMC 24#12+#126
CKI-F-111- PNL-ENG-111-X3.N2.11.1-8 2 RMC 2#12+#126 i
CRLF-111-100 PNLENG-111-X3.N2.11.1-12 VEU-ATD 20 RMC 12126 Astoria HYDC
C-KI-F-111-104 PNLENG-111-X3.N2.11.1-11 ASD 20 RMC 2812+#12G H
CA-RI-CV-111-100] _C-K1-CM-111-100 PNL-ENG-111-X3.N2.11.1-6 COMM-SVB-301 20 RMC 210+#106 Converter Station
3145 20t Avenue, Astoria, Queens NY 11105
Block #850 - Lot #310 - BIN #4624437
CABLE & CONDUIT SCHEDULE
WARNING - IT IS A VIOLATION, OF THE NEW YORK STATE EDUCATION
LAW, SECTION 7209.2, FOR ANY PERSON, UNLESS SHE OR HE IS
ACTING UNDER THE DIRECTION OF A LICENSED PROFESSIONAL
ENGINEER OR REGISTERED ARCHITECT, TO ALTER THIS DOCUMENT IN
ANY WAY. IF ALTERED, THE ALTERING PERSON SHALL COMPLY WITH
THE REQUIREMENTS OF NEW YORK EDUCATION LAW, SECTION 7209.2.




Equipment Type Designation RATING Sheet Equipment Type Designation RATING Sheet
\TOR X3.61 480/277V., 3P, 1500kVA MOTOR RATED DISCONNECT SWITCH | MS-AC-111-01A 208V, 1PH E-125.00
AUTOMATIC TRANSFER SWITCH ATS-111-X3.N2 480/277V,600A,3P E-123.00 MOTOR RATED DISCONNECT SWITCH | MS-AC-111-01B 208V, 1PH E-125.00
AUTOMATIC TRANSFER SWITCH ATS-111-X1.N2 480/277V,600A,3P E-124.00 MOTOR RATED DISCONNECT SWITCH MS-AC-111-02 208V, 1PH E-125.00
SWITCHBOARD -111- 3P E-123.00 | MOTOR RATED DISCONNECT SWITCH MS-AC-111-03 208V, 1PH E-125.00
PANELBOARD PNL-111-X3.N2.1 480/277V,XXXA,3P E-123.00 AC. 208V, 1PH F-125.00
:::NELBOARD ggﬁﬁ:{‘: x; : ; 208/120V. XXXA.3P E-123.00 MOTOR RATED DISCONNECT SWITCH | MS-AC-111-05 208V, 1PH E-125.00
T m— e oot DM U yeac s | s
PANELBOARD PNL-130-X3.N2.8 480/277V.XXXA,3P E-171.00 MOTOR RATED DISCONNECT SWITCH MS-AC111.08 208V 1PH F-125.00
PANELBOARD PNL-130-X3.N2.10 A30/2774. X00(A,3P MOTOR RATED DISCONNECT SWITCH | _ MS-AC-111-09 208V, 1PH E-125.00
PANELBOARD PNL-111-X3.N2.1.3 120/240V, 1P, 3W E-123.00 [ MOTOR RATED DISCONNECT SWITCH | ST YT £.125.00
MINILOAD CENTER %Egigxgii ﬁmm/ 240V 5_123.00 MOTOR RATED DISCONNECT SWITCH MS-AC-111-11 208V, 1PH E-125.00
081X3N25. A / 149, MOTOR RATED DISCONNECT SWITCH MS-AC-111-12 208V, 1PH E-125.00
e —TLC-OBI-XEI naa 15KV Al m E_i‘;z % MOTOR RATED DISCONNECT SWITCH MS-AC-111-13 208V, 1PH E-125.00
MINI LOAD CENTER TLC141X3N2.7.1 15KVA 280-120/240V -176.00 MOTOR RATED DISCONNECT SWITCH MS-AC-111-14 208V, 1PH E-125.00
MINI LOAD CENTER TLC-130-X3.N2.8.1 25KVA, 480-120/240V E-171.00 MOTOR RATED DISCONNECT SWITCH MS-AC-111-15 208V, 1PH E-125.00
MINI LOAD CENTER TLC-EMG-111-X3.N2.11.1 1 -123.00 MOTOR RATED DISCONNECT SWITCH MS-AC-111-16 120V, 1PH E-125.00
OUTDOOR LIGHTING CONTROLLER |CC-020-X3.N2.9 480V MOTOR RATED DISCONNECT SWITCH MS-EF-111-05 120V, 1PH E-125.00
OUTDOOR LIGHTING CONTROLLER LCC-020-X3.N2.1 480V MOTOR RATED DISCONNECT SWITCH MS-EF-111-04 120V, 1PH E-125.00
TRANSFORMER XEMR-111-X3.N2.1.2 | 15KVA, 480V-208Y/120V, 3PH, 4W E-123.00 MOTOR RATED DISCONNECT SWITCH MS-EF-111-08 120V, 1PH E-125.00
TRANSFORMER XFMR-111-X3.N2.1.1 | 112.5KVA, 480V-208Y/120V, 3PH, AW E-123.00 MOTOR RATED DISCONNECT SWITCH MS-EF-111-09 120V, 1PH E-125.00
TRANSFORMER XEMR-111-X3.N2.1.3 37.5KVA, 480V-240/120V,1PH3W E-123.00 MOTOR RATED DISCONNECT SWITCH MS-EF-111-06 120V, 1PH E-125.00
SWITCHBOARD X1.N2.UC1 480/277V.XXXA,3P.4W E-124.00 | MOTOR RATED DISCONNECT SWITCH | MS-EF-111-07 240V, 1PH, 60A E-125.00
SWITCHBOARD X1.N2.UC2 480/277V,XXXA,3P,4W E-124.00 MOTOR RATED DISCONNECT SWITCH |  MS-EHU-111-01 480V, 3PH, 20A E-126.00
MOTOR CONTROL CENTER X1.N2.UC2.MCC 480/277V,XXXA,3P AW E-124.00 DISCONNECT SWITCH DS-EF-111-01A 480V, 3PH, 20A E-126.00
DISCONNECT SWITCH DS-EF-111-01B 480V, 3PH, 20A E-126.00
DISCONNECT SWITCH DS-EF-111-02A 480V, 3PH, 20A E-126.00
DISCONNECT SWITCH DS-EF-111-02B 120V, 1PH, 20A E-126.00
TCH DS-EF-111-03A 120V, 1PH, 20A E-126.00
DISCONNECT SWITCH DS-EF-111-03B 208, 1PH, 30A E-126.00
DISCONNECT SWITCH DS-ACCU-111-01A 208, 1PH, 30A E-126.00
DISCONNECT SWITCH DS-ACCU-111-01B 208, 1PH, 30A E-126.00
DISCONNECT SWITCH DS-ACCU-111-02 208, 3PH, 40A E-126.00
DISCONNECT SWITCH DS-ACCU-111-03 208, 3PH, 40A E-126.00
DISCONNECT SWITCH DS-ACCU-111-04 208, 1PH, 30A E-126.00
DISCONNECT SWITCH DS-IWH-01 240V, 1PH, 60A E-125.00
DISCONNECT SWITCH DS-IWH-02 240V, 1PH, 60A E-125.00
DISCONNECT SWITCH DS-IWH-03 240V, 1PH, 60A E-125.00
DISCONNECT SWITCH DS-EUH-130-01 480V,3PH,30A E-172.00
DISCONNECT SWITCH DS-EUH-130-02 480V,3PH,30A E-172.00
TCH DS-EUH-130-03 480V,3PH,30A E-172.00
DISCONNECT SWITCH DS-EUH-130-04 480V,3PH,30A E-172.00
Di | DS-SPF-081-01 480V,3PH,30A E-150.00
DISCONNECT SWITCH DS-SPF-081-02 480V,3PH,30A E-150.00
DISCONNECT SWITCH DS-SPF-081-03 480V,3PH,30A E-150.00
DISCONNECT SWITCH DS-SPF-081-04 480V,3PH,30A E-150.00
DISCONNECT SWITCH DS-SPF-081-05 480V,3PH,30A E-151.00
DISCONNECT SWITCH DS-SPF-081-06 480V,3PH,30A E-151.00
DISCONNECT SWITCH DS-SPF-081-07 480V,3PH,30A E-151.00
DISCONNECT SWITCH DS-SPF-081-08 480V,3PH,30A E-151.00
MOTOR STARTER COMBINATION MS-SAF-130-01 120V,1PH,20A E-172.00
FUSED DISCONNECT SWITCH DS-141-X3.N2.6 480V,1PH,100A E-176.00
DISCONNECT SWITCH DS-AC-141-03A 208V,1PH,30A E-177.00
DISCONNECT SWITCH DS-AC-141-03B 208V,1PH,30A E-177.00
DISCONNECT SWITCH DS-CU-141-03A 208V,1PH,30A E-177.00
DISCONNECT SWITCH DS-CU-141-03B 208V,1PH,30A E-177.00
DISCONNECT SWITCH DS-AC-141-04A 208V,1PH,30A E-177.00
-AC-141- 208V,1PH,30A E-177.00
DISCONNECT SWITCH DS-CU-141-04A 208V,1PH,30A E-177.00
-CU-141- 208V,1PH,30A E-177.00
DISCONNECT SWITCH DS-CU-141-01 208V,1PH,60A E-177.00
DISCONNECT SWITCH DS-CU-141-02 208V,1PH,60A E-177.00
DISCONNECT SWITCH DS-AC-141-01A 208V,1PH,30A E-177.00
DISCONNECT SWITCH DS-AC-141-02A 208V,1PH,30A E-177.00

'WARNING - IT IS A VIOLATION, OF THE NEW YORK STATE EDUCATION
LAW, SECTION 7209.2, FOR ANY PERSON, UNLESS SHE OR HI
ACTING UNDER THE DIRECTION OF A LICENSED PRoFEssloNAL
ENGINEER OR REGISTERED ARCHITECT, TO ALTER THIS DOCUMENT IN
ANY WAY. IF ALTERED, THE ALTERING PERSON SHALL COMPLY WITH
THE REQUIREMENTS OF NEW YORK EDUCATION LAW, SECTION 7209.2.
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