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FIBER OPTIC SPLICE
SEE DRAWING (LATER)
FOR LOCATIONS

50' FIBER OPTIC SLACK COIL

FIBER OPTIC HAND HOLE
SEE DRAWING C-808
FOR LOCATION

2" FIBER OPTIC CONDUIT

?

1

2" FIBER OPTIC CONDUIT 2" FIBER OPTIC CONDUIT

ATTACHED TO CABLE AND
SPLICE (BY OTHERS)
SEE DRAWING C-808

1. ADD HAND HOLE TO ALL OPEN VAULT LOCATIONS.

2. FIBER OPTIC SPLICE CLOSURE ONLY AT SPECIFIC LOCATIONS.

REFERENCE DOCUMENTS

LNl(S)T DOCUMENT NAME DOCUMENT NO.
1 FRP FIBER COMMUNICATION HAND HOLE $-771
2 TYPICAL OPEN PIT SPLICE CASING DETAILS C-808
3 STEEL SUPPORT DETAILS C-811
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48" 0.D. SOLID FOR STEEL STRUCTURE
WALL HDPE SDR17 DETAILING INFORMATION

FIBER OPTIC HAND HOLE
SEE DRAWING C-808
FOR LOCATION
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SEE REFERENCE 2.
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THEIR SIGNATURE, THE DATE OF SUCH ALTERATION, AND A
SPECIFIC DESCRIPTION OF THE ALTERATION.
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2" FIBER OPTIC CONDUIT
(CAN BE ROUTED INTO HAND
HOLE AS PER FIELDS DISCRETION)

3/8 STAINLESS STEEL
HEX HEAD BOLT

W/WASHER (2)

FRICTION SKID
RESISTANT SURFACE

1/2—6 SELF ALIGNING,
REPLACEABLE S.S.
EZ-NUT 6 PLACES

50' FIBER OPTIC

SLACK COIL

\ MINIMUM BEND RADIUS

IS 8" WITHIN THE COIL

(75)
QUAZITE LOGO

3/8 STAINLESS STEEL /5
HEX HEAD BOLT 5

W/WASHER (2)

TIER LOGO 1/2” (13) X 4” (102)
PULL SLOT (4)

HAND HOLE

TOP VIEW
NOT TO SCALE

.5 COEFFICIENT OF
FRICTION SKID
RESISTANT SURFACE

TIER LOGO

POLYMER TONGUE 49 1/8)
2 PIECE & GROOVE 4

1. FIBER OPTIC COIL TO BE PLACED IN BOTTOM OF HAND HOLE. OBSERVE MINIMUM BEND RADIUS.
2. SPLICE ALL FIBERS STRAIGHT THROUGH.
3. FIBER OPTIC SPLICE CLOSURE ONLY AT SPECIFIC LOCATIONS. SEE PLAN AND PROFILE FOR DETAILS.
4. GROUNDING REQUIREMENTS TO BE DETERMINED.
5. HAND HOLE AT ALL OPEN SPLICE LOCATIONS. SEE REFERENCE DOCUMENTS 1 AND 2 FOR DETAILS ON HAND
HOLE PLACEMENT IN OPEN PIT.
6. DRILLED HOLES ARE INTENDED TO ROUTE FIBER OPTIC CONDUIT AND CAN BE DRILLED AND SEALED ON ANY
SIDE OF HAND HOLE AS REQUIRED BY THE FIELD.
REFERENCE DOCUMENTS
LIST
o DOCUMENT NAME DOCUMENT NO.
1 TYPICAL OPEN PIT SPLICE DETAILS C-808
2 OPEN VAULT w/FIBER OPTIC HAND HOLE C-853
3 FIBER OPTIC SPLICE DETAILS C-855
4 HUBBELL QUAZITE (HAND HOLE) MODEL NO. PG3048BA24

3/8"
(10)

< ” BOTTOM
4 1/2 EXTENSION
(13)
LIFTING BOLT (4)—/
B
.‘ 27 TOP 203
\ , BOX —] = (203)

2X 47 (102) X 4" (102) jJ (51) EXTENSION *
OPTIONAL MOUSEHOLE
1 EACH END 2" HOLES TO BE DRILLED AND SEALED LIFTING BOLT (4)

IN THE FIELD AS PER REQUIREMENTS

(SEE NOTE 6)
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2 3 4
1. MAINTAIN 18" SWEEPS ON ALL CONDUITS.
2. DTS HUT FIBERS WILL SPLICE TO BLUE TUBE FIBER COLORS BLUE, ORANGE, GREEN AND BROWN.
3. SEE REFERENCE DOCUMENTS 2, 3, 4 AND 5 FOR PLACEMENT DETAILS.
4. FIBER OPTIC SPLICE CLOSURE ONLY IN SPECIFIC LOCATIONS. SEE PLAN AND PROFILES FOR DETAILS.
REFERENCE DOCUMENTS
II.\:%T DOCUMENT NAME DOCUMENT NO.
1 FIBER OPTIC SPLICE CLOSURE COMMSCOPE: MODEL NO. FOSC450-B6-6-24-1-B3V
2 TRANSITION VAULT FIBER OPTIC DETAIL C-850
3 DTS HUT CONNECTION FIBER OPTIC SPLICE AND HANDHOLE C-851
e <5 ey 4 | ENCLOSED VAULT w/FIBER OPTICS C-852
] =\ Se 5 OPEN VAULT w/FIBER OPTICS HAND HOLE C-853
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FIBER OPTIC SPLICE CLOSURE FIBER OPTIC SPLICE CLOSURE
NOT TO SCALE NOT TO SCALE
48 FIBERS 48 FIBERS
FIBER OPTIC CABLE SPLICE
DIAGRAM TYPICAL
NOT TO SCALE
FIBER OPTIC SPLICE CLOSURE
GEL-BLOCK PROFILE
NOT TO SCALE
FIBER OPTIC SPLICE CLOSURE
INSIDE DIAGRAM
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